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Commission regulations implementing 

EuP Directive 2005/32/EC with regard 

to pumps and motors 

ü Commission regulation (EC) No 641/2009 

regarding ecodesign requirements for óCirculatorsô  

 

ü Commission regulation (EC) No 640/2009 regarding 

ecodesign requirements for óElectric motorsô 

 

üCommission regulation (EC) No éé./éé..* 

regarding ecodesign requirements for óWater pumpsô 

 
*Still a draft regulation  
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What happens in 2013 and 2015? 

ü2013 Energy Efficiency requirements* 
ü From 1 January 2013, glandless standalone circulators, with the 

exception of those specifically designed for primary circuits of thermal 
solar systems and of heat pumps, shall have an energy efficiency index 
(EEI) of not more than 0.27.   

 

ü2013 Benchmark level 
ü From 2013 the benchmark for the best available technology on the 
market for circulators is EEI Ò 0.20. Please note that this is NOT an 
energy efficiency requirement but a benchmark, or indicative, level.  

 

ü2015 Energy Efficiency requirements* 
ü From 1 August 2015, glandless standalone circulators and glandless 

circulators integrated in products shall have an energy efficiency index 
(EEI) of not more than 0.23.  

 *Circulators that do not comply with these energy efficiency requirements can not be CE marked and are 

not allowed to be placed on the EU market 


